NOTES:
1. EXTEND PIPES 27' (MIN) LEFT AND RIGHT OF CENTERLINE.
2. ALL PIPES SHALL BE SCHEDULE 40, PVC WITH CAPPED ENDS.
3. PAINT CAPS THE APPROPRIATE ANSI COLOR AND PAINT SERVICE TYPE (i.e. "GAS") WITHIN 12" OF PIPE ENDS.
4. IMPRINT FACE AND TOP OF CURB WITH A 4" HIGH "C" AT CHASE CENTERLINE.
5. MINIMUM SEPARATION OF ELECTRIC, TELEPHONE AND CABLE IS 12".
6. MINIMUM SEPARATION OF GAS AND ELECTRIC IS 36".
7. CONTACT UTILITIES FOR SPECIFIC CONSTRUCTION NEEDS.

\* ELEVATION AS DIRECTED BY COUNTY ROADS.

G = GAS
C = CABLE
T = TELEPHONE
S = SECONDARY POWER
P = PRIMARY POWER

JCRD103: UTILITY CHASE

OCT 2017  NO SCALE